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_HmH_ NOTES:
1. All wiring must comply with the National Electrical
W Code and additional national, state or local code
requirements. For Canadian installations, all
wiring must comply wi e Canadian Elecrical Code.
R2A iring t ly with the C di £l ical Cod
B I B Circula tor
1] 3 2. All wiring must be N.E.C. Class 1.
3. Use 90 C. Thermoplastic wire or equivalent, if
Blower oany of the original wire must be replaced.
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